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garan
Sticky Note
Ignore numbers on terminals, focus on number on wire

Wire 14, LSL-1 = Level Switch Low, short with +24VDC to start filtration, break to stop.

Wire 15, LSH-1 = Level Switch High, short with +24VDC to signal tank full stop, break to signal okay to filter.
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